Installation

Instructions &
Owner’s Manual

AUTOFLO MODEL SC-15R SCOOP POWER HUMIDIFIER

FOR GAS OR OIL FORCED AIR FURNACE (NOT SUITABLE FOR HEAT PUMPS)

OPERATION

The AutoFlo Model SC-15R Scoop Humidifier utilizes
the evaporative flow through principle to add moisture into
the warm air (supply) duct of your central heating system.

As air in the furnace heats up, the warm air plenum
thermostat is activated. if at this point the humidistat
senses low relative humidity the solenoid valve is
opened. Water is then fed into a distribution line at the
top of the humidifier. This line has outlet holes which
drop water on to a replaceable evaporative media pad.
The water flowing through the solenoid valve is regulated
by an orifice, located at the outlet of the solenoid.

As warm air travels through the furnace supply duct, the
unique design of the Scoop humidifier pulls this heated
air into the unit and through the evaporative media pad.
The water is evaporated as the warm air flows across the
media pad. This moisture laden air gradually increases
the relative humidity within your home. Any water that is
not evaporated, as it passes through the media pad, is
drained away as waste water.

WHAT IS RELATIVE HUMIDITY?

Humidity level both inside and outside your home is
expressed by the term “Relative Humidity.” Relative
humidity is the percentage (%) of water vapor within the
air, compared to the total amount of water vapor the air
is capable of absorbing. As an example, 50% relative
humidity means that the air is holding half of the
moisture it is capable of absorbing at the present
temperature. At one extreme is 100% relative humidity.

7 f this condition exists outdoors and condensation

occeurs, it is raining.

Warm air is capable of absorbing much more water vapor
than cold air. When cold air is heated by your furnace it

does not necessarily lose moisture. You may wonder
why air with a high relative humidity outdoors feels dry
indoors after it is heated. This is because the warmer air
can now hold much more moisture than it could when it
was cold. Consequently the relative humidity may have
dropped to an uncomfortably low level. Refer to the
“Relative Humidity Chart” to determine the effects on
relative humidity when air is heated to 72 degrees F.

The installation of an AutoFlo humidifier will allow you to
add moisture to heated air, thereby increasing its
relative humidity.



'PARTS LIST

. Model SC-15R Scoop Humidifier
2 Parts Bag Containing:
a. Twelve #8 X 3/4 inch Sheet Metal- Screws
b. One 3/8 inch Hose Clamp
¢. Two Wire Nuts _
d. Two #8 X 3/8 inch Sheet Metal Screws
3. Saddle Tapping Valve
4. Thermostat Template
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Warm Air Plenum Thermostat
1/4 inch Plastic Water Line

3/8 inch Clear Plastic Drain Line
Evaporative Media Pad
Humidistat

24 Volt Transformer

50 foot Coil Wire
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